FOR SUPPLY CONNECTIONS USE COPPER WIRE ONLY. SUITABLE FOR 760T 230/400 VOLTY - 21.75 KW

AT LEAST 90°C (194°F). USE #8 AWG OR LARGER. DO NOT CONNECT NOM. AMPS X Y

TO A SYSTEM OPERATING AT MORE THAN 250 VOLTS TO GROUND PER LINE 315 315 315
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FOR SUPPLY CONNECTIONS USE COPPER WIRE ONLY, SUITABLE FOR AT

230/400 VOLTY - 17.4 KW

LEAST 90°C (194°F). USE #8 AWG OR LARGER. DO NOT CONNECT TO A NOM.AMPS [ X | Y Z
SYSTEM OPERATING AT MORE THAN 250 VOLTS TO GROUND PERLINE | 252 | 252 | 252
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FOR SUPPLY CONNECTIONS USE COPPER WIRE ONLY, SUITABLE FOR AT LEAST 90°C (194°F).

230/400 VOLT Y - 13.05 KW

USE #6 AWG OR LARGER. DO NOT CONNECT TO A SYSTEM OPERATING AT MORE THAN 250 NOM. AMPS X Y Z
VOLTS TO GROUND PER LINE 397 327 | 327
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FOR SUPPLY CONNECTIONS USE COPPER WIRE ONLY, SUITABLE FOR AT

LEAST 90'C (194 'F). USE #12 AWG OR LARGER. DO NOT CONNECT TO A |NOM. AMPS
SYSTEM OPERATING AT MORE THAN 250 VOLTS TO GROUND PER LINE
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SINGLE PHASE NOMINAL AMPS PER LINE 3 PH. 1 PHASE FIELD WIRING
208V | 240V | 208V-3PHASE |  240V-3 PHASE ey [T WIRE FOR SUPPLY CONNECTION USE
174 KW | 17.4 KW 17.4 KW 174 KW H“L- T ® COPPER WIRE ONLY. SUITABLE
Xy % TT %1 3 T B 1 %[ 3 ““ recs O © FORAT LEAST 90°C (194°F).
836 725 | 553 | 553 | 36.2 | 48 | 48 | 314 -y USE GAUGE SHOWN OR LARGER.
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SINGLE PHASE SUPPLY NOMINAL AMPS PER LINE 3 PH.
208V 240V 208V-3 PHASE 240V-3PHASE o SN WiRE
13.05 KW | 13.05 KW 13.05 KW 13.05 KW H 135 [ DD @
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SINGLE PHASE NOMINAL AMPS PER LINE 3 PH. FOR SUPPLY CONNECTIONS USE COPPER WIRE ONLY, SUITABLE FOR

208V | 240V 208V-3 PHASE 240V-3PHASE AT LEAST 90°C (194°F). USE GAUGE SHOWN OR LARGER.
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